
TIE-DOWN CONTROL CABINET p3:   WATCHDOG
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13 14 9
1

5

NC

NO

10
2

6

11
3

7

12
4

824V COIL, 37mA

td3.ecw jbh 10-23-98

OVER TEMPERATURE

DIO1-J3-17 LS PIN16

DIO2-J3-pin2   (UIO1 pin 1?)

DIO2-J3-9
HW_WD

HW_WD

13 14

TO p4

3

1

4

3

1

4

TIMED
OUT

OK

TIMED
OUT

OK

TIME DELAY SWITCH
TRDU24D3

TO p2 (4 PLACES)

MOTOR
THERMOSTAT
 

J5-2 J5-3

DIO2-J3-4

M_HT_OK

BDS4
FAULT CONTACT

C1-10 C1-20

DR_OK

DR_OK

12 8 DR_OK
DIO2-J3-3

U Y
13 14

+24

+24

2

10

+24

5

6
HW_WD_TIMER

DIO2-J4-13DIO2-J4-12

TIMER RETRIGGER
(OR TIMES OUT AFTER
8 SECONDS)


